July 5, 2017

Issue
When you configure an RPS or RPS-LITE workstation to allow more than one simultaneous connection for Unattended mode, and control panels use the same Time Window (or overlapping Time Windows) for Unattended updates, RPS could send the configuration of one control panel to a different control panel.

Resolution
This issue will be resolved in version 6.05 of RPS and RPS-LITE.

Workaround
To avoid the issue, configure RPS Unattended mode for 1 connection at a time. Refer to figure below.